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The California State Fire Marshal (CSFM) has amended Section 1025.6.1 of
the 2007 California Building Code (CBC) to include a minimum of 0.20-
inches exit width per occupant for occupant loads in excess of 300, which
is similar to the width factor in the amended Sections 1025.2 and 1025.3.

Is it the intention of the CSFM for the Section 1025.6.1 (item #1)
requirement of 0.30-inches of exit width per person to be applied to vertical
exit enclosures serving assembly spaces or is this egress width factor
intended only to apply to stairs serving seating or aisles within the
assembly space (prior to reaching the exit enclosure)? The assembly
space in question is a level dining area with greater than 300 persons.

The 2007 California Building Code Section 1025.6.1 was intended to apply to all
stairs serving an assembly occupancy. The exception listed under CBC 1005.1
and footnote ‘b’ of Table 1005.1 directs the user to Section 1025 for egress width
in assembly occupancies, thus the provisions of 1005.1 is not applicable to
Group A Occupancies.
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